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CAUTION: Turn off power at the circuit panel box. Make sure junction box is firmly installed to support the lighting fixture.
IF YOU ARE NOT CERTAIN ABOUT THE INSTALLATION, PLEASE CONSULT A QUALIFIED ELECTRICIAN

PRECAUSION: Apagar la corriente electrica de la caja de circuitos. Acertar que la caja de uniones esta bien asegurada.
SI NO ESTA SEGURO DE LA INSTALACION, POR FAVOR DE CONSULTAR A UN ELECTRICISTA

NEC: 314.27 Outlet Boxes.
(A) Boxes at Luminaire (Lighting Fixture) Outlets. Boxes used at luminaire (lighting fixture) or lampholder outlets shall be designed for the purpose. At every 
outlet used exclusively for lighting, the box shall be designed or installed so that a luminaire (lighting fixture) may be attached.

(B) Maximum Luminaire (Fixture) Weight. Outlet boxes or fittings installed as required by 314.23 shall be permitted to support luminaires (lighting fixtures) 
weighing 23 kg (50 lb) or less. A luminaire (lighting fixture) that weighs more than 23 kg (50 lb) shall be supported independently of the outlet box unless the 
outlet box is listed for the weight to be supported.


